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TGGC Partial PUE for Air Conditioning Systems Test Report

2 No.: TGGCTS002202210101

FiberHome It B MEBA B EREAES AT, #S =R#l: FitNeo R040A; =5Ml: FitNeo AC054J |, &lIi4E 40 kW,
BB (== ~m PUE geAFllitHsE) (TGGCTS002-2018) #i7#eil, ==~ PUE gE3EF/AC pPUE {EiA%] TGGC AR TIgE
minE, FmMEES. ErEellidsERaT:
Hereby to certify that, FiberHome unitary air-conditioners for computer and data processing room Product NO. Indoor unit :FitNeo
R0O40A: Outdoor unit :FitNeo AC054J Cooling Capacity 40 kW, is tested according to “Partial PUE for Air Conditioning Systems Test
Certificate Standard(TGGCTS002-2018)", AC pPUE has reached TGG energy-saving product standard. The results are as follows:

fafr | 4L/ T load ratio 100% 50%
JE=/BEWING 0.146 0107
Li5/SHANGHALI 0151 0.110

I H/GUANGZHOU 0.158 0.118

AR TR #NlEALEENERE 2681 °C, E=MIEZEE_ 34 445 %RH, E=EREE 11991249 °C.
The data of tested unit was obtained under the condition of supply air temperature 261 °C, supply air relative humidity
34 4+5 %RH, and return air temperature deviation  11.99-1249 °C,
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